Overhead service ] Weatherhead Cast aluminum cabinet 450h.x300w.x200d.
Y (] (18”h.x 12"w.x 8”d.). Aluminum door with
= standard traffic signal lock and key and
24 400x250x13 (16”x10”"%x!/5") mounting board.
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Cast bronze clamp

16 mm x 3 m (34"x 10°-0") -
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| 300 to 450 GENERAL NOTES
" (12 to 18)

| 500

| 450>>\
[ (18)(&

All equipment shall be U.L. Listed.

All dimensions are in millimeters unless

SERVICE POLE ‘ otherwise shown.
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